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MIKE PIZARRO INC.

Certificate of
Tank Tests

Site. AAFES Gas Station
Fort Buchanan
Guaynabo, PR

AP,

MIKE- g ~=zAgR)

Mike Pizarro Maintenance, Inc.
P.O. Box 3803
Bayamon, PR 00958

Purpose

Telephone: (787)730-2630
Facsimile: (787)797-0845

E-mail: mike pizarro@hotmail.com

To Certify that tanks at this facility are in compliance with test requirements by EPA.

Method of Test

Tests where performed by leak detection system installed at site (Veeder Root TLS350).
Technician programmed Veeder Root to perform 0.1 GPH tests on tanks.

Test Date
October 18,2011

Tank Data
Tank Product Capacity Test Leak Date Passed Test Leak Date Passed Tachnician
Rate Rates
1 Premium 20,000 Gal 0.20 GPH 10/18/2011 0.10 GPH 10/18/2011 Sergio Corderc
2 Reguiar 20,00C Gal 0.20 GPH 10/18/2011 0.10 GPH 10/18/2011 Sergio Cordero
MO, R
Certified By: J\&\L Sy "
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